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Chapter 9 – Design Guide

9.9 CODES GUIDE

[bookmark: _GoBack]A.	GeneraL

	1.	Code compliance review must begin early in the project so that any conflicts with applicable codes can be resolved before they become difficult or expensive to correct.

	2.	The code review process typically begins during the Program Phase and continues throughout the projects development. Code compliance reviews are refined as the project progresses through each design phase, see F1a below. 

	3.	A Preliminary Code Summary shall be included in the Program Report. It generally contains basic information such as Classification of Work, occupancy classification, minimum construction requirements, exiting and materials requirements, and so on. It would identify potential code-related design issues. Discussion of code related design issues typically includes recommendations for resolving each of the issues, for example, through design modifications, interpretations or by seeking a code variance.

	4.	OGS is defined as a Construction Permitting Agency by Title 19 (NYCRR), Chapter XXXII, Part 1204.3(e) and is therefore responsible for administration and enforcement of the New York State Uniform Fire Prevention & Building Code (the “Uniform Code”) as it applies to OGS projects.  Except for additional safeguards or stricter standards, all buildings and accessory structures (including equipment and mechanical systems) shall be constructed in compliance with the requirements in the current releases of the required codes.  As the Authority Having Jurisdiction (or ‘AHJ’), D&C’s Division of Codes & Construction Permitting determines the applicability of the codes.

	5.	Design Professionals are required to prepare seal and certify that their construction documents meet or exceed the Uniform Code (Project Manual Standard Certification Page 000105 or the Design Consultant Certification Page 000105 and each drawing).  Additionally, the Design Professional must check their documents for code compliance and seal the Design Compliance Certification Forms: 
		a.	BDC 401 - Design Compliance Certification 
		b.	BDC 403 - Design Compliance Certification (Trades) 
		c.	BDC 406 and 406.1 - Statement of Special Inspections
		
[bookmark: _Hlk527645442]		Code Compliance Checklists have been developed for various disciplines by the ICC and are available from the Business Unit Leader. 


B.	Required Codes

1. Under the Uniform Code, all building projects must meet or exceed the following codes and applicable reference standards contained therein.

a. 2016 Uniform Code, consisting of:
• 2015 International Building Code
• 2015 International Residential Code
• 2015 International Existing Building Code
• 2015 International Fire Code
• 2015 International Plumbing Code
• 2015 International Mechanical Code
• 2015 International Fuel Gas Code
• 2015 International Property Maintenance Code 
• 2017 Uniform Code Supplement

b. 2016 Energy Code, consisting of:
• 2015 International Energy Conservation Code
• 2013 ASHRAE 90.1
• 2016 Energy Code Supplement

		c.	Additionally, New York State Labor Department Industrial Code Rule(s) for items relating to people who work in the building such as safety glass, provisions for window washing, cot space for female employees, asbestos abatement, boiler design, etc.

	2.	Special Inspections
	a.	In addition to regular construction inspections typically performed on all OGS projects, Chapter 17 of the code requires “Special Inspections” during the construction of specific types of work.  Special Inspections are required of the materials, installation, fabrication, erection or placement of components and connections requiring special expertise to ensure compliance with approved construction documents and referenced standards. 

Special Inspections require the monitoring of the materials and workmanship that are critical to the integrity of the building structure.  Section 1704 identifies: construction work which requires special inspections, exceptions to these requirements, and minimum qualifications for special inspectors.  A ‘Special Inspector’ is a person meeting minimum qualifications and approved by the Code Compliance Manager (CCM) to perform Special Inspections. 
		b.	Special Inspection Procedure:
			1)	Designer of Record decides if/what Special Inspections are required.  Designer of Record completes the BDC 406 for all projects.
				a)	For a project that requires no Special Inspections, only the one-page BDC 406 is required.
				b)	For a project that does require Special Inspections, the BDC 406 AND the BDC 406.1 need to be completed.  The BDC 406.1 must clearly communicate the level of inspection and testing for each construction category requiring special inspection.  The “Comments” section of the 406.1 should not be blank.  It must provide full instructions to both inspectors and testing agencies about the intended execution to meet code requirements and project parameters intended by the Designer of Record. 
			2)	Designer of Record gives completed BDC 406 (and 406.1 when required) Statement of Special Inspections to the OGS Project Manager OGS PM), who submits copies of the BDC 406 and 406.1 along with 100% documents to the Constructability Group at the 100% Submission Phase.  The OGS PM  also files both forms in the Construction Inspection folder.  (When project does not require a 100% Submission, OGS PM  files the completed BDC 406 and 406.1 in the Construction Inspection folder at Final Submission Phase. If there are no Special Inspections, only a BDC 406 will be placed in the Construction Inspection Folder, and the BDC 406 will NOT be in the Appendix of the Project Manual).
			3)	After Constructability Review, the D&C Design Project Manager shall review all Special Inspection requirements for scope, verify all required inspections have been identified, and confirm all the listed inspections fully reveal the inspection and testing required.  When the Special Inspection requirements have been correctly identified, the D&C Design Project Manager creates pdf versions of the BDC 406 and 406.1 and files them as per the final submission phase requirements.
			4)	When questions arise or modifications are required, the D&C Design Project Manager will discuss the project with Designer of Record and/or the Code Compliance Manager.  Minor revisions can be made at the final documents phase, while major changes will require resubmitting the BDC 406 and 406.1 for 100% Submission.  The D&C Design Project Manager will then file the resubmitted BDC 406 and 406.1 as per the final submission phase requirements.
			5)	Designer of Record resubmits the BDC 406 and 406.1 with any revisions that are required at the Final Submission Phase.  The Div. of Codes and Construction Permitting will verify that the BDC 406 and 406.1 is properly filed at Final Submission.  The BDC 406 and 406.1 will appear in the Appendix of the Project Manual for all projects that require special inspections.
			6)	Upon award the OGS Area Supervisor uses the BDC 406 and 406.1 to finalize the staffing necessary to perform inspection and testing and submits the inspection assignments to supervisor for approval, with copies sent to the Designer of Record and D&C Design Project Manager.
			7)	During construction phase, the EIC coordinates special inspections and related inspectors including material testing and the related testing agencies.
			8)	Special Inspectors document inspections using daily reports and provide reports to the EIC on a timely basis.  The EIC transmits copies of the Special Inspection Reports to the Designer of Record.  Special inspectors shall inform the EIC and the Designer of Record of any non-conformances that are not immediately resolved.
			9)	Designer of Record is responsible for reviewing all uncorrected non-complying items and for approving the remedial measures to be taken.
			10)	EIC maintains a file of all inspections and tests.
			11)	Special Inspectors sign Final Inspection Report stating all work they inspected is in accordance with the contract documents with exceptions as noted.  EIC transmits a copy of the Final Inspection Report to the Designer of Record.
			12)	EIC issues BDC 405 including a list of special inspections completed in the comments section.  An EIC may reference from the Comments section, and attach, a copy of a completed BDC 406.1.
			13)	See Special Inspections Flow Chart for more detailed information.
			14)	See Special Inspections Roles and Responsibilities for more detailed information. 

	3.	Some projects must meet or exceed the following codes as applicable:
		a.	Life Safety Code NFPA 101 for OMH and DCS Medical Program
		b.	NYS Hospital Code
		c.	NYS Sanitary Code
		d.	NYS Department of Health
		e.	NYS Department of Environmental Conservation
		f.	American Corrections Association Standards for Adult Correctional Institutions (ACA)

C.	AGENCY-SPECIFIC STANDARDS

	1.	See Chapter 9.7 Agency Specific Standards and Requirements for additional requirements for Client State Agencies. For example, the Department of Corrections and Community Supervision requires projects to comply with American Correctional Association Standards.

D.	LOCAL CODES 
	1.	OGS D&C is not obligated to comply with local codes if the project is located on New York State owned land. OGS D&C legal obligation in other arrangements, such as state facilities on leased land, or leased facilities are more restrictive and the Consultant/Designer should comply with any local codes.  Despite our lack of legal obligation, project Consultant/Designers should attempt to comply with local codes as well as the Uniform Code. This is especially the case for any item of work which interfaces or connects with local services, utilities, and/or other connected infrastructure.  

2.	State projects located in New York City are not subject to New York City building codes or inspections. However, where fire alarm/fire protection systems (the NYC Fire Dept.) or pollution controls (City pollution standards), noise control, and service access may depend on coordination with local codes including sidewalk encroachment and protections.  OGS D&C and our Agency Clients aspire to be good neighbors and avoid unnecessary controversy. Contact the OGS Team Leader when in doubt as to which codes to follow for a specific project.

	3.	State facilities are dependent upon local fire department services and it is standard practice to have a preliminary review of the design documents with the local fire department so that any potential compliance concerns can be resolved and incorporated into the design as required. This review may include: accessibility of fire equipment, fire hydrant locations and connections, siamese connection types and locations, water flows and pressures, standpipes, etc. Coordinate this review through the D&C Team Leader.

E.	CODE INTERPRETATION
	
	As the Authority Having Jurisdiction (AHJ), the Div. of Codes and Construction Permitting will provide final interpretation of the codes on projects permitted by the Agency.  The Code Compliance Manager will provide interpretation assistance as requested.  Designers should review code issues with the project Team Leader, and Business Unit Leader prior to bringing the question of interpretation to the Code Compliance Manager for concurrence/assistance.  Code interpretations are required to go through the Code Compliance Manager. 

	1.	Designers should not contact the Department of State (DOS) for code interpretations for the following reasons:
		a.	Provide consistency and continuity for all State Agencies.
		b.	Separate decisions made in consultation with DOS may have unanticipated ramifications for prototypical designs or other OGS Client Agency projects / programs. The Code Compliance Manager represents OGS and their Client Agencies on a global level as opposed to the Designer who is mainly focused on an individual project when asking DOS for statewide interpretations.
		c.	OGS reviews the compliance of hundreds of projects each year and prefers to consult DOS when confronted with unique situations.  A project, which may be atypical for one Business Unit or Client Agency, may be common ground for another, so the Code Compliance Manager may have a ready interpretation for your “unusual project”. 

	2.	Variance Petition Forms are available through the Code Compliance Manager.  OGS office policy is that Designers should not contact DOS for an interpretation or a variance request until the issue is reviewed and approved by the Code Compliance Manager.


F.	SUBMISSION GUIDELINES

	1.	When relevant a preliminary code analysis including Classification of Work, Occupancy and Construction Classification, Fire Separation Distance, Fire Areas and Building Accessibility and a list of noteworthy code concerns should be addressed with possible solutions in the Program Report.  The Code Compliance Manager requires the following to be completed as indicated.  
		a.	At the first post Program Report submission and updated in each future submission: BDC 402 – Code Compliance Review Checklist  (This document should be reviewed with OGS Team Leaders at the start of a project and at the subsequent submission milestones).  
		b.	At the 100% and Final submissions: 
			Completed BDC 406 and 406.1 - Statement of Special Inspections Code Information to be included on the construction drawings:
			
1) Safeguards During Construction (IBC Chapter 33):
	Pedestrian protection
	Means of egress
	Excavation and fill
	Fire extinguishers
2) Fire Service Features (IFC Chapter 5):
	Fire apparatus road
	Location of fire lanes
	Security gates across fire apparatus access roads
	Hydraulic calculations for fire hydrant systems
	Premises identification and key boxes
	Emergency responder radio coverage
3) Fire Safety During Construction and Demolition (IFC Chapter 33):
	Owners responsibility for fire protection
	Access for fire fighting
	Means of egress maintained
			4)	Building Information:
				Classification of Work
				Occupancy Classification / Mixed Occupancies
				Construction Classification
				Height of Building (Stories)
				Building Areas and Fire Areas
				Sprinkler Status: Required by Fire Area or Occupancy
				Key Plan with building sides accessible and setbacks
			5)	Egress Information:
				Room Use Designations
				Room Square Footages
				Room Occupancy Loads
				Room Exit & Corridor exit width Calculations
				Exit Travel Distances incl. Common Path
				Stair & Exit Door exit width Calculations
				Accessibility for New and Existing Building Areas
				Corridor/Exit Enclosures - Hourly Ratings
				Hardware descriptions
			6)    Conventional light-frame construction:
				Floor and roof live loads
				Ground snow load
				Ultimate design wind speed
					Seismic Design Category and Site Class
			7)    Structural Design:
					Floor live load
					Roof live load
					Roof snow load
					Wind load
					Earthquake design data
					Flood load
					Special loads
				System and components requiring special inspections for seismic resistance
					Soil classification & design load bearing capacity
			8)    Energy Code Analysis
					COMcheck results for Construction Insulation and Mechanical 	and Electrical Consumption
					Software available on DOS Website www.energycodes.gov/ 

G.	PERMITS 

1. [bookmark: _Hlk527633338]Construction permits are required by all State Agencies for the erection, construction, enlargement, alteration, improvement, relocation, removal, or demolition of all new and existing buildings, structures, systems, and equipment.  Construction permits are required for all D&C project types, including: Standard, Unit Price, Work Order, Tanks, M, Q, Cost Plus, Sole Source, Inmate Labor and Job Order Contracts. 

a. However, there are two exceptions: Construction Permits are not issued for Emergency projects (in accordance with paragraph 7 below).  Additionally, permits are not issued for dams and other impounding structures constructed for or in conjunction with the NYS Dept. of Environmental Conservation, if a Joint Application Form, including Supplement D-1 and other required DEC permits have been reviewed, approved, and filed with the Code Compliance Manager.
	
b. Work which does not require a Construction Permit shall be processed with a BDC 401.1 – Waiver of Construction Permit.  Work exempt from the requirement for a Construction Permit is still required to be designed and constructed ‘code compliant’.  For assistance with identifying if a BDC 401.1 may be used for a project, instead of the BDC 401 – Design Compliance Certification, please review BDC 401.1 – Instructions and Waiver of Construction Permit.  If additional assistance is required, review the project with the Team Leader and Business Unit Leader, prior to contacting the Code Compliance Manager.
		
	2.	Construction permits are required for “Demolition” work and must indicate compliance with the following:
		a.	Chapter 9.13 Demolition of Structures Guide of the Design Procedures Manual
		b.	Chapter 33 of the IBC
		c.	Chapter 33 of the IFC
		d.	The OGS documents; BDC 401 – Design Compliance Certification, and BDC 403 – Design Compliance Certification (trades) as appropriate
		
	3.	State Agencies seeking a construction permit must submit the following information:
		a. 	Description of the site upon which the proposed work is to be done.
		b. 	Description of the use or occupancy of all parts of the land and of the proposed building or structure.
		c. 	Where work is proposed for an existing structure, a description of the current use or occupancy of the structure.
		d. 	Description of the work proposed to be undertaken.
		e. 	The name(s) of the State agency which will have custody of the structure during construction and after the project is completed.
		f. 	Complete set of plans and specifications for the proposed project.

	4.	The Code Compliance Manager may waive the requirement for plans and specifications where the work to be performed is an Emergency project, involves minor alterations, or where the Code Compliance Manager determines that plans and specifications are unnecessary. 

	5.	Applicant agencies are required to notify the permit issuing agency if the information contained on the permit application changes.  Permit will not be issued if the proposed work does not comply with the Uniform Code.

	6.	Construction permits may be rescinded if the work does not proceed in conformance with the applicable codes or attached conditions or if errors are discovered in the permit application.

	7.	State Agencies may undertake emergency repairs or reconstruction work without a Construction Permit.  Emergency projects are administered through the Division of Construction.  Emergency projects are initiated with the issuance of a BDC 318 – Declaration of Emergency from the Client Agency.  This work must still comply with all applicable codes.  A Code Compliance Certificate and supporting documentation is still required. 

	8.	The Division of Construction requires and will complete a BDC 405 – Construction Compliance Certification for all projects permitted and emergency projects.  BDC 215 – Code Compliance Certificate is required when these projects are completed.

H.	TOOLS AND RESOURCES

1. Design Compliance Certification BDC 401 and 
Uniform Code Compliance Review Checklist BDC 402
	a.	Under Title 19 NYCRR, a State Agency Code Compliance Manager is responsible for “providing for” the review of requests for a Construction Permit.  To provide documentation that this requirement has been satisfied as part of the permit process, all projects which require a BDC 401 Design Compliance Certification, must include a sign off for Permit Issuance Recommendation.  The Permit Issuance Recommendation can be found at the bottom of the BDC 401, and is to be signed by the OGS employee who can certify that a proper documented code compliance review of the construction documents was performed.
	b.	The OGS Project Manager reviewing the construction documents using the BDC 402 is not required to be licensed or certified as a Code Enforcement Official (CEO) by the NYS DOS, however they must have a good working knowledge of the issues they are reviewing, must not be the Designer of Record, and must confirm that the proposed classifications and code data provided is logical based on the proposed scope of work outlined in the contract drawings and specifications.  The OGS Project Manager must report any inconsistencies to the person who will be providing the Permit Issuance Recommendation.  In addition to the BDC 402, Code Compliance Checklists have been developed for various disciplines by the ICC and are available from the Business Unit Leader and may complement data provided on the BDC 402.

	c.	The OGS employee signing the Permit Issuance Recommendation must be a licensed RA, PE, or Certified CEO, and must not be the Designer of Record.  This employee must review the totality of the work, confirm the demonstrated compliance outlined on the BDC 402, and shall certify that ample and correct code compliance documentation was provided by the Designer of Record. 
 
	2.	ICC Code Opinions and Commentary 
		a.	The ICC publishes Code Commentary, Code Interpretations and other 
Code Handbooks.  These publications do not include the New York State code enhancements. ICC Code Opinions and Interpretations are not the official opinions or interpretations of the NYS Department of State, or of the Authority Having Jurisdiction, and are guidance ONLY.

	3.	COMcheck Software available on DOS Website.

	4.	New York City Codes.
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